In room-corridor building geometry, the corridor smoke temperature is of great importance to fire protection engineering as indoor fires occur. Theoretical analysis and a set of reduced-scale model experiments were performed, and a virtual fire model was proposed, to investigate the correlations between the maximum smoke temperature in corridors and the smoke temperature in rooms. The results show that the dimensionless virtual fire heat release rate (HRR) is characterized by quadratic-polynomial of the dimensionless smoke temperature in fire rooms. The dimensionless distance from a virtual fire source to the corridor ceiling varies linearly with the dimensionless smoke temperature in a room. Results of multiple regression indicate that, at the impingement area of virtual fire, the dimensionless maximum smoke temperature in corridors is only related to the dimensionless virtual fire HRR; in the non-impingement area of a virtual fire, the dimensionless maximum smoke temperature in corridors is a function of the dimensionless virtual fire HRR and dimensionless longitude distance. The viscosity and conduction exhibit an insignificant impact on the maximum temperature in the corridor. Through replacing the parameters of virtual fire with the dimensionless smoke temperature in fire rooms, the correlations between dimensionless maximum temperature in corridors and the dimensionless smoke temperature in fire rooms were proposed.
Introduction
The hot smoke of building fires is a critical problem for fire protection engineering. The safety of the occupants and firefighters in the contaminated area is severely affected by the fire-induced hot smoke. Actually, toxic smoke has led to about 85% of deaths in building fires [1] . During fires, the hot smoke can directly burn people, even resulting in death [2] . Moreover, the hot smoke and flame can reduce the strength of the steel bars in concrete, thus directly affecting the structure of the building and eventually leading to building collapse [3] . Besides, the detectors and sprinklers are activated by the maximum smoke temperature beneath the building ceiling. Room and corridor are the basic compositions of a building, and room-corridor is a common geometry in some buildings. Under some conditions, when the fire occurs in a room, people escape through the corridor. Therefore, it is very important to study the maximum smoke temperature under the corridor ceiling to attain the safety level of the building. Advanced computer modeling software, which can predict smoke spread and compartment temperatures, has been developed during the last decade. However, simple correlations to obtain a first estimate of smoke temperatures are still highly desirable. McCaffrey et al. [4] developed classic MQH correlation based on simple conservation of energy expression, through over 100 experiments, which could simply and rapidly estimate the average hot smoke temperature in compartment fires. An alternate model was proposed by Sharma et al. [5] for compartment fire temperature based on an energy balance and an empirical mass flow rate formula, which alleviated the two major limitations of the MQH correlation. Chen et al. [6] investigated the correlations of peak hot gas temperature with first and second order gradients during fire growth, and the results of one full-scale test were in good agreement with the critical conditions indicated by the small-scale tests. Quintiere et al. [7] investigated the thermal and flow environment within a corridor subjected to a room fire, and achieved good correlating results between the model and full-scale experiments. Alpert et al. [8] provided simple correlation equations to predict the maximum temperature and velocity at a given position, based on a generalized theory and experimental data. Kurioka et al. [9] proposed a model to predict the maximum smoke temperature under the tunnel ceiling based on model-scale experiments. Hu et al. [10] [11] [12] conducted a series of full-scale experiments to investigate the smoke temperature distribution, velocity, and maximum temperature along the corridor. Ji et al. [13] [14] [15] [16] conducted reduced-scale experiments, and obtained a simplified calculation to predict the maximum temperature under the ceiling, and investigated the transverse smoke temperature distribution in road tunnel fires. Moreover, they also analyzed the influence of different transverse fire locations and sidewall restriction on the maximum ceiling smoke temperature. Johansson and Hees [17] developed a correlation based on the results from computer simulations that predicted gas temperatures in a room adjacent to a room involved in a pre-flashover fire. The external validity was studied by comparing the correlation results with full-scale test data. Gao et al. [18] introduced a modified concept of virtual origin to calculate the maximum ceiling gas temperature in the presence of a hot upper layer beneath ceiling. They translated the confined plume in the hot upper layer into the free plume in the open space by the modified virtual fire.
Most of the abovementioned studies focused on the smoke diffusion and temperature due to separate compartment fires or tunnel/corridor fires. However, actually, lots of fires can be classified as room-corridor fires, i.e., the fire occurs in a room and the smoke propagates to the corridor through the door. The smoke temperature in the corridor could severely affect the safety of the occupants. Some studies investigated the smoke temperature in rooms and corridors, respectively. In the room-corridor geometry fire [7, 19] , however, little attention has been paid to the correlations between the corridor temperature and the smoke parameters in the fire room. Therefore, in this study, a set of reduced-scale room-corridor experiments were performed to develop the empirical correlations between the maximum smoke temperature under the corridor ceiling and the measured smoke temperature in a fire room.
Theoretical Analysis

Mass Doorflow Rate
Thomas [20] provided a brief review of the modeling of fire growth in compartments and explained the main lines of development and discussed some of the questions raised by each type of modeling. Rockett [21] studied the flow of gases in and out through a vent in an enclosure, analyzed pressure profiles and vent flows, and built a zone model to compute mass flow rate through the door. A two-zone model with uniform properties was used as depicted in Figure 1 , which demonstrates that mixing occurs in the interface due to the plunging of the cold door air jet through part of the upper hot layer. The two-zone model represents the enclosure as consisting of two distinct gas zones: A lower volume of ambient temperature, as is the temperature outside of the enclosure; and an upper volume with uniformly distributed hot gas. Rockett derived the equations to calculate the mass flow rate in and out of the door based on the pressure profile, as follows:
In the abovementioned equations, the smoke layer height HD could be visually recorded. The height of neutral plane HN could not be determined from experimental data. However, by equating Equations (1) and (2) with the assumption that the fuel loss rate is negligible (mass in-flow equals mass out-flow under this assumption), HN could be solved. Finally, HN was substituted to Equation (1) , and the quantitative estimation of the mass flow rates was made.
Virtual Fire
Considering a simple type of fire plume, which is also called the ideal plume or the point-source plume, Heskestad [22] established the fundamental equations for buoyancy, momentum, and continuity; and thus obtained analytical solutions for the temperature and mass flow of the hot smoke gases in this simplified plume. The corresponding equations for the plume mass flow and plume temperature increase could be written as follows:
where v Q  is virtual fire HRR, (kW), and z is the distance from door soffit to the virtual fire source, (3) and (4).
Thus, to obtain a relationship between corridor smoke temperature and smoke parameters in room, as shown in Figure 1 , smoke mass flow rate and temperature were assumed to be constant when it moved out from the vertical door plane to the horizontal door soffit plane ( out m  = p m  , ΔTg = ΔTr). In other words, ambient cold gas was not entrained by the smoke gas during this process. Moreover, the smoke at the horizontal plane of door soffit was considered as the result of a virtual point-source fire flush with the wall at the centerline of the door. Therefore, the virtual fire would be the bridge to connect corridor temperature to the parameters in the fire room. Zukoski [23] studied the fire sources placed near or flushed with walls and corners which restricted the entrainment of the fire plume. For the plume attached to the wall and developed as a half plume with properties approximating those for a full burner with twice the energy release rate and half of the plume mass flow, the wall fire mass flow rate could be written as follows:
Substituting Equation (5) into Equations (3) yields:
Substituting Equation (6) 
where p m  and ΔTg are treated as known numbers and out m  = p m  , ΔTg = ΔTr, based on Equations (1), (6) and (7), dimensionless temperature is defined as y = Tr/T∞, v Q  and z could be expressed as:
The standard values for the right hand side of Equations (8) and (9) are: (a) specific heat of air (cp) = 1.006 kJ·kg −1 ·K −1 ; (b) gravitational acceleration (g) = 9.795 m·s −2 . In general, the value of Cd = 0.6−0.7 is valid for wide range of fire safety engineering applications. Steckler et al. [24] reported that door flow could be regarded as inviscid and buoyancy driven owing to temperature differences with an "orifice" vent coefficient of 0.7 ± 0.03. Therefore, Cd = 0.7 was used as the optimum value in this study. Thus, Equations (8) and (9) could be rewritten as:
Dimensional Analysis
The virtual point-source fire model was established and it was assumed that the virtual corridor fire had the same effect from the room to the corridor. Thus, the most important role of virtual fire was to connect the gas parameters between the room and corridor. Actually, the process of setting virtual fire was based on some assumptions, and it should be performed with care through evaluations of its assumptions which were somewhat different from the reality. However, the smoke layer temperature in the room will replace the parameters ( v Q  , z) standing for virtual fire in the last Equation (40).
Therefore, the virtual fire acted like a "bridge" to connect the smoke temperature in the corridor and smoke temperature in the room. Thomas [25] discussed certain examples critically and commented on the analysis of experimental data in the context of dimensional analysis. Dimensional analysis was performed to acquire the law of maximum smoke temperature along the corridor. Extensive research efforts have been devoted to the use of dimensionless parameters to analyze the fire model and process in order to simplify the relationship among the physical parameters. Sharma et al. [5] made use of dimensional parameters to study the compartment fire temperature. Lei Wang [26] took advantage of dimensional analysis to analyze the compartment doorway flows. In this study, Buckingham's theorem [27] was used to obtain the dimensionless parameters affecting the maximum temperature along the corridor. The following hypothesis was made:
(a) The role of virtual point-source fire was equivalent to the effect of fire from room to corridor; (b) There was no radiation loss for virtual point-source fire, all the virtual fire energy was released through convection;
Based on the abovementioned analysis and assumptions, and according to Buckingham's theorem [27] , the following dimensionless parameters were obtained:
Temperature:
where θ = Tb,max − T∞ Distance:
where d is the distance from virtual fire source to corridor ceiling, d = z + (H − Ho) Firepower:
Conduction term:
where hv is the effective conduction heat transfer coefficient. Tanaka and Yamada [28] 
Reynolds number:
where μ is the dynamic viscosity, and the relationship between viscosity and air temperature could be written as [29] :
, at the standard atmospheric pressure, and d(lnμ)/dT = 2.56 × 10 3 . To explore the maximum temperature in the nearby corridor ceiling, four dimensionless parameters were considered as obeying the following relationship:
In general, when dealing with the experimental data, it was assumed that left hand side of Equation (19) changed as some power of r*, * v Q  , H* v and R* v, thus, Equation (19) could be rewritten as:
If smoke was assumed to be ideal inviscid gas, R* v could be removed and Equation (20) could be modified as:
The parameters in Equations (20) and (21) could be obtained from experimental data, and the Equations (20) and (21) could be achieved through multiple regression of the data obtained from the experiment.
Experiments
The experiments were performed in a reduced-scale room-corridor structure model, Figure 2a shows the sketch of the experimental model. A scale ratio of 1:4 was applied to perform the reduced-scale experiments. The size of the room and corridor is illustrated in Figure 2b , the corridor is 16 m long, the width and height of corridor could be changed under different cases. The end face of the corridor near room is sealed and the other end face is kept open. The door height is 0.5 m and width is 0.2 m. Room walls were made of the tempered glass, which could resist the high temperature of fire. Polycarbonate sheet was used as corridor wall to observe the progress of the experiment. The physical scale model was prepared by using the Froude modeling. The scaling laws, dimensional relationships of the physical variables between the reduced-scale and full-scale models could be obtained through the Froude modeling. Equations (22) and (23) are used to scale the temperature (T) and HRR (Q), the model size is represented by L, the subscripts "m" and "f" denote the model and full-scale structures, respectively.
Heptane pool fire was used to simulate the fire source, which was located in the center of the room. The HRRs were computed using the following equation:
where α is the combustion efficiency, mf is the mass loss rate of fire, and ΔH is the heat of combustion. Heptane was used as fuel of pool fire, and α is the efficiency of combustion which is about 0.6-0.8 [30] . Babrauskas [31] reported that for the fuel yielding a low amount of soot, the recommended value of α is 0.8 and the ΔH of heptane is 44.6 kJ·g −1
. mf was measured by the electronic balance connected to the computer, and the precision of electronic balance was 0.01 g. A mass data acquisition system was used for mass measurements with 5 s sampling intervals.
Three kinds of circle-shaped pools were used with diameter 0.1 m, 0.141 m, 0.2 m, respectively; moreover, at the same time, the height and width of the corridor were changed, and the corresponding values are listed in Table 1 . Ten experiments with different cases were performed, and each test was carried out twice. Based on the data obtained from the experiment, HRR of the pool fire in the room could be acquired by using Equation (24), the virtual fire HRR and the distance between virtual fire and corridor ceiling could be calculated through Equations (10) and (11), and based on the development of virtual fire HRR changing with time, we could obtain the maximum virtual fire HRR. The dimensionless virtual fire HRR could be obtained through dimensional analysis as per Equation (14) . Table 1 lists the fire and corridor parameters of all the experiments; moreover, the virtual fire HRR and the dimensionless virtual fire HRR are also listed in Table 1 . All experiments were started at ambient temperatures of about 34-37 °C. The temperature distributions along the corridor were measured by thermocouples. K-type shielded thermocouples were used to measure the temperature, and the measuring range was 0-1300 °C. According to reference [32] , the measurement error of the thermocouple was less than 1 °C (0-120 °C), and the error would be within 7% when temperature is less than 500 K. All the thermocouples were calibrated in boiling water prior to their use to make sure the accuracy of thermocouples is less than 1 °C. The radiation correction is difficult to perform precisely, because determination of effective surrounding temperatures is difficult in different environments. However, the maximum radiation error could still be estimated from the results of previous theoretical work [33] , whereby the radiation error is less than 6% for the typical smoke temperature of this work. Eight sets of thermocouples in total are mounted in the model, as shown in Figure 3 , three sets in the fire room and five sets in the corridor, respectively. Each set consists of eight thermocouples placed vertically in the room, and the distances between the ceiling and thermocouples are 1, 9, 17, 25, 33, 41, 49 and 57 cm, respectively. Besides, for the Cases 1-7, six thermocouples in each set are placed vertically in the corridor, and the distances between thermocouples and ceiling are 1, 15, 29, 43, 57 and 71 cm, respectively. Cases 8-10 consist of five thermocouples in each set placed vertically in the corridor, and the distances between thermocouples and the ceiling are 1, 15, 29, 43 and 57 cm, respectively. Experiments made use of the I/O module transmitting the thermocouples temperature to the computer, a data acquisition system was used to record and store the temperature measurements, and the sampling interval was 5 s. 
Results and Discussion
Virtual Fire HRR and the Distance from Virtual Fire Source to Corridor Ceiling
Virtual fire HRR and the distance from the virtual fire source to the corridor ceiling are typical parameters to describe virtual fire. Investigating the virtual fire HRR and the distance from the virtual fire source to the corridor was the first step in this study. The virtual fire HRR and the distance from the virtual fire source to the corridor ceiling could be obtained by Equations (10) and (11), respectively. Figure 4 shows that the virtual fire HRR increases to the maximum in the early experimental stage and then declines at a later stage, which is similar to pool fire HRR vs. time in the room. The virtual fire HRR was calculated based on the mass flow rate of smoke from room to corridor. When the pool fire fuel was burned out completely, the smoke temperature in the room was still high and smoke would continue to flow out into the corridor. Therefore, when the pool fire was burned out, the virtual fire did not decline to zero. When further experiments were performed at the same pool fire and corridor height, the change in virtual fire HRR vs. time did not show any significant differences, although width of the corridor was different. However, under similar conditions of pool fire and corridor width, the lower corridor height resulted in a more rapid increase in the virtual fire HRR at the early stage and faster decline at the later stage. Moreover, the virtual fire peak HRR was greater with the lower corridor height.
The corridor dimensionless ratio of width to height was defined as W* = W/H. Figure 5 reveals the relationship between the virtual fire peak HRR and the dimensionless width to height ratio W*. The maximum virtual fire HRR increases with an increase in W*. The increase in W* due to a change in the width leads to insignificant change in the maximum HRR; however, the increase in W* due to a change in height results in maximum visible change in the HRR. Thus, the abovementioned analysis indicated that, the corridor height had great impact on the maximum dimensionless virtual fire HRR, however, the corridor width hardly influenced the maximum dimensionless virtual fire HRR. Figure 6 shows that in all the experiments, the distance from virtual fire source to corridor ceiling decays as the virtual fire HRR increases at early stage. When the virtual fire HRR reaches the peak, the distance from the virtual fire source to the ceiling becomes minimum, and then increases a little with the decay of virtual fire HRR. The larger the maximum virtual fire HRR, the smaller is the minimum distance from virtual fire source to ceiling. 
Correlations between the Virtual Fire and Smoke Temperature in Fire Room
The virtual fire acted as a bridge between the real fire in the room and the maximum temperature in the corridor, thus we need to obtain the correlations between the virtual fire and real fire in room. Indeed, the correlations between the virtual fire and the maximum temperature in the corridor was also required. Alpert [34] concluded that the maximum smoke temperature occurred at the position of 0.01H-0.02H below the ceiling. The positions of the top thermocouples on the sets of thermocouples in corridor were in the range concluded by Alpert. Some physical parameters were obtained to replace the virtual fire HRR and position, the correlations between the real fire in room and maximum temperature in corridor could be achieved.
The dimensionless virtual fire source position d* was defined as follows:
The distance from virtual fire source to corridor ceiling and HRR were the characterized parameters representing the virtual fire, non-dimensionalization of the virtual fire HRR and distance was required in all the cases by Equations (14) and (25), respectively. Figures 7 and 8 show the plots of the dimensionless virtual fire HRR and dimensionless virtual fire distance against the dimensionless smoke temperature in the fire room, respectively. Figure 8 shows the linear relationship between the dimensionless distance from virtual fire source to corridor ceiling and dimensionless smoke temperature in room, and it could be fitted as:
where b2 and c2 are constants.
The experimental results indicated that corridor width had little impact on the relationship between the position of the virtual fire source and dimensionless smoke temperature in fire room, as long as the height of the corridor was kept constant. Without considering other parameters, the correlation between d* and y could be fitted as one line in different corridor height cases. Therefore, corridor height was the primary parameter influencing the position of the virtual fire source and dimensionless smoke temperature in the fire room. The experimental results were well fitted as follows, with the adjusted coefficient of determination being greater than 0.90: 
The Correlations between Virtual Fire and Real Pool Fire in Room
McCaffrey et al. [4] presented the classic MQH correlation based on eight sets of data comprising over 100 experiments, the empirical relates Q* and y, and estimates the "average temperature" in the upper part, as follows:
MQH correlation: In terms of the correlation between average smoke temperature and real pool fire established by using MQH equation, and based on the relationship between virtual fire and average smoke temperature in the room, Equation (31) could be substituted in Equations (26) and (28), respectively, thus the correlations between virtual fire * v Q , d*, and real pool fire HRR were obtained.
Maximum Temperature in the Corridor
The correlations between virtual fire and smoke temperature in fire room were obtained above. We were then required to investigate the correlations between the maximum temperature in the corridor and the virtual fire. Based on these two sets of correlations, the correlations between the maximum temperature in corridor and the smoke temperature in fire room could be obtained through the "bridge" of the virtual fire. Firstly, we need to investigate the maximum temperature decay law in corridor, and the virtual fire application in classic Alpert's correlations [8] . The dimensionless maximum smoke temperature increases with the dimensionless distance as shown in Figure 9 . The experimental results and fitting data indicated that the increase in the maximum smoke temperature seemed to decay exponentially with increasing distance, which could be fitted as follows:
where a3, b3 and c3 are constants. Figure 9 shows that corridor width has negligible influence on the maximum temperature under ceiling. The results were similar to that obtained from the study of Ying and Haukur [36] . They demonstrated that the tunnel maximum temperature beneath the ceiling was independent of tunnel width. Besides, the maximum temperature increased notably with the reduction in the height of the ceiling, provided the other parameters were kept constant. The influence of height decreases with increasing distance, and the maximum temperature inclined to be uniform at the distal of the corridor in all experimental cases. Alpert [8] has developed easy to use correlations to quantify the maximum gas temperature through smoke plume experiments. These correlations are extensively used in the hazard analysis calculations. Alpert's correlations for maximum ceiling jet temperatures are as follows: 
Virtual fire HRR was substituted in the Alpert's equation to predict the maximum temperature increase in the corridor. The maximum temperature increase measured in experiments and predicted by the Alpert's equation are plotted in Figure 10 , when r ≤ 0.18d. Figure 10 shows insignificant difference between the experimental results and the Alpert's model prediction in all the cases. The errors between the experimental results and Alpert's equation prediction are listed in Table 2 . In seven cases, the error was within 10%, and only in three cases the error was about 13%. The average error was 6.1% obtained through computing. Thus, the Alpert's correlation using virtual fire HRR could be used to predict the maximum temperature in the impingement area. In the region with r > 0.18d, the correlation between the experimental results and Alpert's equation prediction is hypothetically fitted as shown in Figure 11 . The maximum temperature increase measured by the experiments was different from the Alpert's equation prediction. The experimental results were higher than the Alpert's equation prediction, because smoke movement was confined by the walls; however, they could be fitted linearly as follows:
where b4 and c4 are constants.
The experimental results are well fitted as follows, with the adjusted coefficient of determination as 0.95:
12.564 Figure 11 . Comparison of maximum temperature increase in the non-impingement region.
Model for the Prediction of Maximum Temperature in Corridor
Ten experimental cases were performed to investigate the model to predict the maximum temperature in the corridor. Based on the investigation above, dimensional analysis was performed to obtain the dimensionless parameters, namely, θ*, r*, Investigation of multiple linear regression indicated that some dimensionless parameters almost had no influence on the results, therefore, they should be analyzed and acquired. They kept the key dimensionless parameters to establish the model. θ* is defined as follows: θ* = n × (r*)
. When regression analysis was performed on different parameters, the values of root mean square error/standard error (RMSE) and decision coefficient (R-square) were obtained ( Table 3 ). The comparison of the results indicated that the variable group X1, X2; X1, X2, X3; X1, X2, X4; X1, X2, X3, X4 had the same decision coefficient. However, the variable group X1, X2 had the minimum value of RMSE. Therefore, r* and * v Q were the key parameters influencing the maximum temperature increase in the corridor. Besides, the same result was obtained by performing the "stepwise" regression through MATLAB as shown in Figure 12 . Table 3 . Standard error and decision coefficient based on different parameters. The abovementioned analysis indicated that, the dimensionless viscosity and heat conduction exhibited insignificant impact on the maximum temperature increase; however, the dimensionless distance and virtual fire HRR were the key parameters affecting the maximum temperature increase. Subsequently, the correlation between θ* and r*, * v Q could be expressed as follows:
Therefore, by the multiple regression of the experimental results, Equation (36) could be rewritten as Equation (37) 
The experimental results and the analysis of the regression prediction model are plotted in Figure 13 . Figure 13 clearly shows some difference between the experimental results and regression model, especially, at the right side of the X-axis, although the adjusted coefficient of determination is 0.82. At impingement area of virtual fire, the dimensionless virtual fire HRR was the only key parameter obtained through stepwise regression by rejecting the parameters slightly influencing the model. The regression model was written as Equation (38), with RMSE as 0.062 and the adjusted coefficient of determination as 0.96. Equation (38) illustrated that the maximum temperature increase was independent of the parameters except for virtual fire HRR, which was similar to the study of Alpert. 
In the non-impingement area of the virtual fire, the regression model could be expressed as Equation (39), with RMSE as 0.27 and the adjusted coefficient of determination as 0.92. The dimensionless distance and virtual fire HRR were still the key parameters for the regression model obtained through stepwise regression. 
Abovementioned analysis indicated that the regional regression was better than the total regression for prediction of the experimental results. Equations (26) and (28) were substituted in Equations (38) and (39), respectively, and the correlations between average smoke temperature in fire room and the maximum temperature under corridor ceiling could be written as: 
where the average smoke temperature y in the fire room could be expressed by dimensionless pool fire HRR in the room as Equation (31).
Conclusions
This work provides a theoretical analysis of the relationships between maximum smoke temperature beneath the corridor ceiling and the smoke temperature in the fire room. A set of reduced-scale experiments were also performed in this study, taking the heat release rate and the height and width of the corridor into account. The following can be drawn according to this study:
(a) A virtual fire model was proposed to investigate the correlations between the maximum temperature increase under the corridor ceiling and the smoke temperature in the fire room, and based on the Buckingham's theorem and dimensional analysis, we obtained four dimensionless numbers which affect the maximum smoke temperature under the corridor ceiling. (b) Corridor height had a visible impact on the virtual fire HRR and the position of the virtual fire source. Inversely, the virtual fire HRR and the position of the virtual fire source were insignificantly affected due to the transformation of corridor width. (c) Quadratic polynomial could be used to describe the relationship between the dimensionless virtual fire HRR and the dimensionless smoke temperature in the room. The dimensionless distance from the virtual fire source to corridor ceiling changed linearly with the dimensionless smoke temperature in the room. (d) The experimental results indicated that the dimensionless maximum temperature increase declined exponentially with distance. In the impingement area of the virtual fire, the virtual fire HRR could be substituted into the correlation provided by Alpert to predict the maximum temperate increase beneath the corridor ceiling, and the estimated results were in good agreement with the experimental results. In the non-impingement area of the virtual fire, when the virtual fire HRR was substituted into Alpert's correlation, the predicted results were less than the experimental results because smoke was confined by the walls, and it conformed to the restriction of Alpert's correlations. However, the experimental results changed linearly with the predicted results. (e) The dimensional analysis and multiple regression analysis of the experimental results indicated that the dimensionless viscosity and conduction exhibited an insignificant impact on the dimensionless maximum temperature increase in the corridor. The correlations between the dimensionless maximum temperature increase in the corridor and the dimensionless virtual fire HRR were obtained in the impingement and non-impingement areas of the virtual fire, respectively. In the impingement area of the virtual fire, the dimensionless virtual fire HRR was the only key parameter affecting the dimensionless maximum temperature; in the non-impingement area of the virtual fire, both the dimensionless virtual fire HRR and dimensionless distance were the key parameters affecting the dimensionless maximum temperature. (f) Based on the correlations between the dimensionless maximum temperature under the corridor ceiling and the virtual fire, by replacing the parameters of the virtual fire with the dimensionless smoke temperature in the room, the model was developed to provide the correlations between the dimensionless maximum temperature increase beneath the corridor ceiling and the dimensionless smoke temperature in the fire room.
Finally, this study provided a simple method to predict the maximum smoke temperature in a corridor. Being subject to the conditions of the experiments, the constants in derived correlations were not universal, and the current approach could be further taken to complement and modify the correlations as follows: Carry out the experiments with a solid fire source in different cases; perform real fire tests in a proper building, and so on. Moreover, this study briefly examined the relationships between the maximum smoke temperature in a corridor and the pool fire HRR in a room. It would be useful to continue studying these correlations more thoroughly.
